FEEDER SCHEDULE

(8 SETS) 3"C-4#500KCM WITH 1#2/0 GRD

(6 SETS) 3-1/2"C-4#400KCM WITH 1#1/0 GRD

(5 SETS) 3-1/2"C-4#400KCM WITH 1#1/0 GRD

(4 SETS) 3"C-4#350KCM WITH 1#3/0 GRD

(2 SETS) 3-1/2"C-4#500KCM WITH 1#1/0 GRD

(2 SETS) 3"C-4#350KCM WITH 1#2 GRD

3-1/2"C-4#500KCM WITH 1#1/0 GRD

2-1/2"C-4#4/0 WITH 1#4 GRD

1-1/2"C-3#1 WITH 1#6 GRD

2"C-4#3/0 WITH 1#4 GRD

2"C-4#1/0 WITH 1#6 GRD

1"C-3#4 WITH 1#4 GRD

1-1/4"C-4#3 WITH 1#8 GRD

1"C-3#6 WITH 1#10 GRD

1-1/4"C-4#3 WITH 1#8 GRD

SEE ME SHEETS.

8 EMPTY 3-1/2" CONDUITS FOR FUTURE SERVICE

5 EMPTY 3-1/2" CONDUITS FOR FUTURE SERVICE

2-1/2"C-4#250KCM WITH 1#2 GRD
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KEY NOTES

EXISTING GENERATOR DISTRIBUTION IS LOCATED WITHIN
GENERATOR BUILDING 103. EXISTING DISTRIBUTION IS A FEDERAL
PACIFIC SWITCHBOARD. ELECTRICAL CONTRACTOR SHALL HAVE A
600A/3P CIRCUIT BREAKER FABRICATED TO FIT INTO EXISTING
DISTRIBUTION BOARD TO FEED NEW 225KVA TRANSFORMER.
BREAKER SHALL BE PROVIDED WITH AN ELECTRONIC TRIP UNIT
WITH LSIG ADJUSTABILITY.

ROUTE #2 AWG CABLE
BETWEEN EACH ROOM
GROUND BAR

#2 TO MAIN SERVICE
GROUND BAR LOCATED

IN MAIN
ELECRICAL ROOM

GROUND DETAIL

BAR TO BE 24" IN LENGTH WITH 8

?
J z NEW ROOM GROUND TERMINAL BAR.

TERMINAL POINTS EQUALLY SPACED
OUT. GROUND BARS ARE TO BE LOCATED
IN EACH TELECOMM ROOM.

NOT TO SCALE
1-1/2"C-3#3/0 WITH 1#6 GRD
1"C-4#6 WITH 1#8 GRD
3/4"C-3#10 WITH 1#10 GRD
2"C-3#1/0 WITH 1#6 GRD
(2 SETS) 2-1/2"C-3#250KCM
3/4"C-4#10 WITH 1#10 GRD
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